
 
 
 
 
 
 
 
July 20, 2007 
 
 
Via Email 
 
 
Mr. R. J. Pellatt 
Commission Secretary 
BC Utilities Commission 
Sixth Floor, 900 Howe Street, Box 250 
Vancouver, BC  V6Z 2N3 
 
Dear Mr. Pellatt: 
 
Re: FortisBC Inc. Naramata Substation Project No. 3698458 
 
Please find the attached errata in respect to the above noted project.  Twenty copies will be 
forwarded via courier. 
 
 
Sincerely, 
 
 
Joyce Martin 
Manager, Regulatory Affairs 
 
 
cc: Registered Intervenors 

FortisBC Inc. 
Regulatory Affairs Department 

Joyce Martin 
Manager, Regulatory Affairs 
 1290 Esplanade Box 130 

Trail BC  V1R 4L4 
Ph:  250 368 0319 
regulatory@fortisbc.com 
www.fortisbc.com 



Naramata Substation Project 
 

ERRATA 
 
 
 
1. Exhibit B-2, Appendix C, page 6, line 14  
 

The area required for the proposed substation is approximately 40 meters x 50 
meters including the required perimeter safety zone. 

 
should read 
 

The area required for the proposed substation is approximately 40 meters x 50 
meters excluding the required perimeter safety zone. 

 
 
 
2. Exhibit B-6, BCUC IR1, page 2, line 15 
 
 estimate is based on detailed engineering and current (2007) construction dollars 
 
should read  
 
 estimate is based on a more detailed review of the project requirements and 

current (2007) construction dollars 
 
 
3. Exhibit B-6, BCUC IR1, page 18, line 25  
 
 25 year should read 25 years 
 
 
4. Exhibit B-8, NAFS IR2, page 9, line 21 
 
 45 x 65 should read 40 x 65.  


